












































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































* * * SAFETY PAYS * * *

1.8   MAINTENANCE

1.8.1   Record Documentation

Provide the activity responsible for telecommunications system maintenance 
and administration a single complete and accurate set of record 
documentation for the entire telecommunications system with respect to this 
project.

Provide record documentation as specified in Section 27 10 00, BUILDING 
TELECOMMUNICATIONS CABLING SYSTEM.

1.9   WARRANTY

The equipment items shall be supported by service organizations which are 
reasonably convenient to the equipment installation in order to render 
satisfactory service to the equipment on a regular and emergency basis 
during the warranty period of the contract.

PART 2   PRODUCTS

2.1   MATERIALS AND EQUIPMENT

Products supplied shall be specifically designed and manufactured for use 
with outside plant telecommunications systems.

2.2   TELECOMMUNICATIONS ENTRANCE FACILITY

2.2.1   Building Protector Assemblies

Provide self-contained 5 pin screw type unit supplied with a field cable 
stub factory connected to protector socket blocks to terminate and accept 
protector modules for 300 pairs of outside cable.  Building protector 
assembly shall have interconnecting hardware for connection to interior 
cabling at full capacity.  Provide manufacturers instructions for building 
protector assembly installation.  Provide copper cable interconnecting 
hardware as specified in Section 27 10 00 BUILDING TELECOMMUNICATIONS 
CABLING SYSTEM.

2.2.2   Protector Modules

Provide in accordance with UL 497 three-electrode gas tube or solid state 
type 5 pin screw type rated for the application.  Provide gas tube 
protection modules in accordance with RUS Bull 345-83 and shall be heavy 
duty, A>10kA, B>400, C>65A where A is the maximum single impulse discharge 
current, B is the impulse life and C is the AC discharge current in 
accordance with ANSI C62.61.  The gas modules shall shunt high voltage to 
ground, fail short, and be equipped with an external spark gap and heat 
coils in accordance with UL 497.  Provide the number of surge protection 
modules equal to the number of pairs of exterior cable of the building 
protector assembly.

2.2.3   Fiber Optic Terminations

Provide fiber optic cable terminations as specified in 27 10 00 BUILDING 
TELECOMMUNICATIONS CABLING SYSTEM.
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2.3   CLOSURES

2.3.1   Copper Conductor Closures

2.3.1.1   Underground Cable Closures

a.  Aboveground:  Provide aboveground closures constructed of not less 
than 14 gauge steel and acceptable for pole mounting in accordance 
with RUS 1755.910.  Closures shall be sized and contain a marker 
as indicated.  Covers shall  be secured to prevent unauthorized 
entry.

  
b.  Direct burial:  Provide buried closure suitable for enclosing a 

straight, butt, and branch splice in a container into which can be 
poured an encapsulating compound.  Closure shall have adequate 
strength to protect the splice and maintain cable shield 
electrical continuity in the buried environment.  Encapsulating 
compound shall be reenterable and shall not alter the chemical 
stability of the closure.  Provide filled splice cases in 
accordance  with RUS Bull 345-72.

c.  In vault or manhole:  Provide underground closure suitable to 
house a straight, butt, and branch splice in a protective housing 
into which can be poured an encapsulating compound.  Closure shall 
be of suitable thermoplastic, thermoset, or stainless steel 
material supplying structural strength necessary to pass the 
mechanical and electrical requirements in a vault or manhole 
environment.  Encapsulating compound shall be reenterable and 
shall not alter the chemical stability of the closure.  Provide 
filled splice cases in accordance  with RUS Bull 345-72.

2.3.2   Fiber Optic Closures

 2.3.2.1   Direct Burial

Provide buried closure suitable to house splice organizer in protective 
housing into which can be poured an encapsulating compound.  Closure shall 
have adequate strength to protect the splice and maintain cable shield 
electrical continuity, when metallic, in buried environment.  Encapsulating 
compound shall be reenterable and shall not alter chemical stability of the 
closure.

2.3.2.2   In Vault or Manhole

Provide underground closure suitable to house splice organizer in a 
protective housing into which can be poured an encapsulating compound.  
Closure shall be of thermoplastic, thermoset, or stainless steel material 
supplying structural strength necessary to pass the mechanical and 
electrical requirements in a vault or manhole environment.  Encapsulating 
compound shall be reenterable and shall not alter the chemical stability of 
the closure.

2.4   PAD MOUNTED CROSS-CONNECT TERMINAL CABINETS

Provide in accordance with RUS 1755.910 and the following:

a.  Constructed of 14 gauge steel.

b.  Equipped with a double set of hinged doors with closed-cell foam 
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weatherstripping.  Doors shall be locked and contain a marker as 
indicated.

c.  Equipped with spool spindle bracket, mounting frames, binding post 
log, jumpering instruction label, and load coil mounting provisions.

d.  Complete with cross connect modules to terminate number of pairs 
as indicated.

e.  Sized as indicated.

2.5   CABLE SPLICES, AND CONNECTORS

2.5.1   Copper Cable Splices

Provide multipair, foldback splices of a moisture resistant, two-wire  
insulation displacement connector held rigidly in place to assure maximum 
continuity in accordance with RUS Bull 1753F-401.  Cables greater than 25 
pairs shall be spliced using multipair splicing connectors, which 
accommodate 25 pairs of conductors at a time.  Provide correct connector 
size to accommodate the cable gauge of the supplied cable.

2.5.2   Copper Cable Splice Connector

Provide splice connectors with a polycarbonate body and cap and a 
tin-plated brass contact element.  Connector shall accommodate 22 to 26 AWG 
solid wire with a maximum insulation diameter of 0.065 inch.  Fill 
connector with sealant grease to make a moisture resistant connection, in 
accordance with RUS Bull 1753F-401.

2.5.3   Fiber Optic Cable Splices

Provide fiber optic cable splices and splicing materials for fusion methods 
at locations shown on the construction drawings.  The splice insertion loss 
shall be 0.3 dB maximum when measured in accordance with TIA-455-78-B using 
an Optical Time Domain Reflectometer (OTDR).  Splices shall be designed for 
a return loss of 40.0 db max for single mode fiber when tested in 
accordance with TIA-455-107A.  Physically protect each fiber optic splice 
by a splice kit specially designed for the splice.

2.5.4   Fiber Optic Splice Organizer

Provide splice organizer suitable for housing fiber optic splices in a neat 
and orderly fashion.  Splice organizer shall allow for a minimum of 3 feet 
of fiber for each fiber within the cable to be neatly stored without kinks 
or twists.  Splice organizer shall accommodate individual strain relief for 
each splice and allow for future maintenance or modification, without 
damage to the cable or splices.  Provide splice organizer hardware, such as 
splice trays, protective glass shelves, and shield bond connectors in a 
splice organizer kit.

2.5.5   Shield Connectors

Provide connectors with a stable, low-impedance electrical connection 
between the cable shield and the bonding conductor in accordance with 
RUS Bull 345-65.
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2.6   CONDUIT

Provide conduit as specified in Section 33 71 02.00 20, UNDERGROUND 
ELECTRICAL DISTRIBUTION.

 
2.7   PLASTIC INSULATING TAPE

UL 510.

2.8   WIRE AND CABLE

2.8.1   Copper Conductor Cable

Solid copper conductors, covered with an extruded solid insulating 
compound.  Insulated conductors shall be twisted into pairs which are then 
stranded or oscillated to form a cylindrical core.  For special high 
frequency applications, the cable core shall be separated into 
compartments.  Cable shall be completed by the application of a suitable 
core wrapping material, a corrugated copper or plastic coated aluminum 
shield, and an overall extruded jacket.  Telecommunications contractor 
shall verify distances between splice points prior to ordering cable in 
specific cut lengths.  Gauge of conductor shall determine the range of 
numbers of pairs specified; 19 gauge (6 to 400 pairs), 22 gauge (6 to 1200 
pairs), 24 gauge (6 to 2100 pairs), and 26 gauge (6 to 3000 pairs).  Copper 
conductor shall conform to the following:

2.8.1.1   Underground

Provide filled cable meeting the requirements of ICEA S-99-689 and  RUS 1755.390.

2.8.1.2   Screen

Provide screen-compartmental core cable filled cable meeting the 
requirements of ICEA S-99-689 and RUS 1755.390.

2.8.2   Fiber Optic Cable

Provide single-mode, 8/125-um, 0.10 aperture 1310 nm fiber optic cable in 
accordance with TIA-492CAAA, TIA-472D000-B, and ICEA S-87-640 including any 
special requirements made necessary by a specialized design.  Provide 12 
optical fibers as indicated.  Fiber optic cable shall be specifically 
designed for outside use with loose buffer construction.  Provide fiber 
optic color code in accordance with TIA/EIA-598-C

2.8.2.1   Strength Members

Provide central, metallic strength members with sufficient tensile strength 
for installation and residual rated loads to meet the applicable 
performance requirements in accordance with ICEA S-87-640.  The strength 
member is included to serve as a cable core foundation to reduce strain on 
the fibers, and shall not serve as a pulling strength member.

2.8.2.2   Shielding or Other Metallic Covering

Provide copper, copper alloy or copper and steel laminate, single tape 
covering or shield in accordance with ICEA S-87-640.
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2.8.2.3   Performance Requirements

Provide fiber optic cable with optical and mechanical performance 
requirements in accordance with ICEA S-87-640.

2.8.3   Grounding and Bonding Conductors

Provide grounding and bonding conductors in accordance with RUS 1755.200, 
TIA J-STD-607-A, IEEE C2, and NFPA 70.  Solid bare copper wire meeting the 
requirements of ASTM B 1 for sizes No. 8 AWG and smaller and stranded bare 
copper wire meeting the requirements of ASTM B 8, for sizes No. 6 AWG and 
larger.  Insulated conductors shall have 600-volt, Type TW insulation 
meeting the requirements of UL 83.

2.9   T-SPAN LINE TREATMENT REPEATERS

Provide as indicated.  Repeaters shall be pedestal mounted with 
non-pressurized housings, sized as indicated and shall meet the 
requirements of RUS Bull 345-50.

 2.10   CABLE TAGS IN MANHOLES, HANDHOLES, AND VAULTS

Provide tags for each telecommunications cable or wire located in manholes, 
handholes, and vaults.  Cable tags shall be stainless steel or polyethylene 
and labeled in accordance with TIA/EIA-606-A.  Handwritten labeling is 
unacceptable.

2.10.1   Stainless Steel

Provide stainless steel, cable tags 1 5/8 inches in diameter 1/16 inch 
thick minimum, and circular in shape.  Tags shall be die stamped with 
numbers, letters, and symbols not less than 0.25 inch high and approximately
 0.015 inch deep in normal block style.

2.10.2   Polyethylene Cable Tags

Provide tags of polyethylene that have an average tensile strength of 3250 
pounds per square inch; and that are 0.08 inch thick (minimum), 
non-corrosive non-conductive; resistive to acids, alkalis, organic 
solvents, and salt water; and distortion resistant to 170 degrees F.  
Provide 0.05 inch (minimum) thick black polyethylene tag holder.  Provide a 
one-piece nylon, self-locking tie at each end of the cable tag.  Ties shall 
have a minimum loop tensile strength of 175 pounds.  The cable tags shall 
have black block letters, numbers, and symbols one inch high on a yellow 
background.  Letters, numbers, and symbols shall not fall off or change 
positions regardless of the cable tags' orientation.

2.11   BURIED WARNING AND IDENTIFICATION TAPE

Provide fiber optic media marking and protection in accordance with 
TIA-590-A.  Provide color, type and depth of tape as specified in paragraph 
BURIED WARNING AND IDENTIFICATION TAPE in Section 31 00 00, EARTHWORK.

2.12   GROUNDING BRAID

Provide grounding braid that provides low electrical impedance connections 
for dependable shield bonding  in accordance with RUS 1755.200.  Braid 
shall be made from flat tin-plated copper.
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2.13   MANUFACTURER'S NAMEPLATE

Each item of equipment shall have a nameplate bearing the manufacturer's 
name, address, model number, and serial number securely affixed in a 
conspicuous place; the nameplate of the distributing agent will not be 
acceptable.

2.14   FIELD FABRICATED NAMEPLATES

Provide laminated plastic nameplates in accordance with ASTM D 709 for each 
patch panel, protector assembly, rack, cabinet and other equipment or as 
indicated on the drawings.  Each nameplate inscription shall identify the 
function and, when applicable, the position. Nameplates shall be melamine 
plastic, 0.125 inch thick, white with black center core.  Surface shall be 
matte finish.  Corners shall be square.  Accurately align lettering and 
engrave into the core.  Minimum size of nameplates shall be one by 2.5 
inches.  Lettering shall be a minimum of 0.25 inch high normal block style.

2.15   TESTS, INSPECTIONS, AND VERIFICATIONS

2.15.1   Factory Reel Test Data

Test 100 percent OTDR test of FO media at the factory in accordance with 
TIA-568-C.1 and TIA-568-C.3.  Use TIA-526-7 for single mode fiber and 
TIA-526-14-A Method B for multi mode fiber measurements.  Calibrate OTDR to 
show anomalies of 0.2 dB minimum.  Enhanced performance filled OSP copper 
cables, referred to as Broadband Outside Plant (BBOSP), shall meet the 
requirements of ICEA S-99-689.  Enhanced performance air core OSP copper 
cables shall meet the requirements of ICEA S-98-688.  Submit test reports, 
including manufacture date for each cable reel and receive approval before 
delivery of cable to the project site.

PART 3   EXECUTION

3.1   INSTALLATION

Install all system components and appurtenances in accordance with 
manufacturer's instructions IEEE C2, NFPA 70, and as indicated.  Provide 
all necessary interconnections, services, and adjustments required for a 
complete and operable telecommunications system.

3.1.1   Contractor Damage

Promptly repair indicated utility lines or systems damaged during site 
preparation and construction.  Damages to lines or systems not indicated, 
which are caused by Contractor operations, shall be treated as "Changes" 
under the terms of the Contract Clauses.  When Contractor is advised in 
writing of the location of a nonindicated line or system, such notice shall 
provide that portion of the line or system with "indicated" status in 
determining liability for damages.  In every event, immediately notify the 
Contracting Officer of damage.

3.1.2   Cable Inspection and Repair

Handle cable and wire provided in the construction of this project with 
care.  Inspect cable reels for cuts, nicks or other damage.  Damaged cable 
shall be replaced or repaired to the satisfaction of the Contracting 
Officer.  Reel wraps shall remain intact on the reel until the cable is 
ready for placement.
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3.1.3   Underground Duct
 
Provide underground duct and connections to existing manholes, handholes, 
concrete pads, and existing ducts as specified in Section 33 71 02.00 20, 
UNDERGROUND ELECTRICAL DISTRIBUTION with any additional requirements as 
specified herein.

3.1.4   Reconditioning of Surfaces
 
Provide reconditioning of surfaces as specified in Section 33 71 02.00 20, 
UNDERGROUND ELECTRICAL DISTRIBUTION.

3.1.5   Penetrations

Caulk and seal cable access penetrations in walls, ceilings and other parts 
of the building.  Seal openings around electrical penetrations through fire 
resistance-rated wall, partitions, floors, or ceilings in accordance with 
Section 07 84 00, FIRESTOPPING.

3.1.6   Cable Pulling

Test duct lines with a mandrel and swab out to remove foreign material 
before the pulling of cables.  Avoid damage to cables in setting up pulling 
apparatus or in placing tools or hardware.  Do not step on cables when 
entering or leaving the manhole.  Do not place cables in ducts other than 
those shown without prior written approval of the Contracting Officer.  
Roll cable reels in the direction indicated by the arrows painted on the 
reel flanges.  Set up cable reels on the same side of the manhole as the 
conduit section in which the cable is to be placed.  Level the reel and 
bring into proper alignment with the conduit section so that the cable pays 
off from the top of the reel in a long smooth bend into the duct without 
twisting.  Under no circumstances shall the cable be paid off from the 
bottom of a reel.  Check the equipment set up prior to beginning the cable 
pulling to avoid an interruption once pulling has started.  Use a cable 
feeder guide of suitable dimensions between cable reel and face of duct to 
protect cable and guide cable into the duct as it is paid off the reel.  As 
cable is paid off the reel, lubricate and inspect cable for sheath 
defects.  When defects are noticed, stop pulling operations and notify the 
Contracting Officer to determine required corrective action.  Cable pulling 
shall also be stopped when reel binds or does not pay off freely.  Rectify 
cause of binding before resuming pulling operations.  Provide cable 
lubricants recommended by the cable manufacturer.  Avoid bends in cables of 
small radii and twists that might cause damage.  Do not bend cable and wire 
in a radius less than 10 times the outside diameter of the cable or wire.

3.1.6.1   Cable Tensions

Obtain from the cable manufacturer and provide to the Contracting Officer, 
the maximum allowable pulling tension.  This tension shall not be exceeded.

3.1.6.2   Pulling Eyes

Equip cables 1.25 inches in diameter and larger with cable manufacturer's 
factory installed pulling-in eyes.  Provide cables with diameter smaller 
than 1.25 inches with heat shrinkable type end caps or seals on cable ends 
when using cable pulling grips.  Rings to prevent grip from slipping shall 
not be beaten into the cable sheath.  Use a swivel of 3/4 inch links 
between pulling-in eyes or grips and pulling strand.
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3.1.6.3   Installation of Cables in Manholes, Handholes, and Vaults

Do not install cables utilizing the shortest route, but route along those 
walls providing the longest route and the maximum spare cable lengths. Form 
cables to closely parallel walls, not to interfere with duct entrances, and 
support cables on brackets and cable insulators at a maximum of 4 feet.  In 
existing manholes, handholes, and vaults where new ducts are to be 
terminated, or where new cables are to be installed, modify the existing 
installation of cables, cable supports, and grounding as required with 
cables arranged and supported as specified for new cables.  Identify each 
cable with corrosion-resistant embossed metal tags.

3.1.7   Cable Splicing

3.1.7.1   Copper Conductor Splices

Perform splicing in accordance with requirements of RUS Bull 1753F-401 
except that direct buried splices and twisted and soldered splices are not 
allowed.  Exception does not apply for pairs assigned for carrier 
application.

3.1.7.2   Fiber Optic Splices

Fiber optic splicing shall be in accordance with manufacturer's 
recommendation and shall exhibit an insertion loss not greater than 0.2 dB 
for fusion splices.

3.1.8   Surge Protection

All cables and conductors, except fiber optic cable, which serve as 
communication lines through off-premise lines, shall have surge protection 
installed at each end which meet the requirements of RUS Bull 1751F-815.

3.1.9   Grounding

Provide grounding and bonding in accordance with RUS 1755.200, 
TIA J-STD-607-A, IEEE C2, and NFPA 70.  Ground exposed noncurrent carrying 
metallic parts of telephone equipment, cable sheaths, cable splices, and 
terminals.

3.1.9.1   Telecommunications Master Ground Bar (TMGB)

The TMGB is the hub of the basic telecommunications grounding system 
providing a common point of connection for ground from outside cable, CD, 
and equipment.  Establish a TMGB for connection point for cable stub 
shields to connector blocks and CD protector assemblies as specified in 
Section 26 20 00 INTERIOR DISTRIBUTION SYSTEMS.

3.1.9.2   Incoming Cable Shields

Shields shall not be bonded across the splice to the cable stubs.  Ground 
shields of incoming cables in the EF Telecommunications to the TMGB.

3.1.9.3   Campus Distributor Grounding

a.  Protection assemblies:  Mount CD protector assemblies directly on 
the telecommunications backboard.  Connect assemblies mounted on 
each vertical frame with No. 6 AWG copper conductor to provide a 
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low resistance path to TMGB.

b.  TMGB connection:  Connect TMGB to TGB with copper conductor with a 
total resistance of less than 0.01 ohms.

3.1.10   Cut-Over

All necessary transfers and cut-overs, shall be accomplished by the 
telecommunications contractor.

3.2   LABELING

3.2.1   Labels

Provide labeling for new cabling and termination hardware located within 
the facility in accordance with TIA/EIA-606-A.  Handwritten labeling is 
unacceptable.  Stenciled lettering for cable and termination hardware shall 
be provided using laser printer.

3.2.2   Cable Tag Installation

Install cable tags for each telecommunications cable or wire located in 
manholes, handholes, and vaults including each splice. Tag new wire and 
cable provided under this contract and existing wire and cable which are 
indicated to have splices and terminations provided by this contract.  The 
labeling of telecommunications cable tag identifiers shall be in accordance 
with TIA/EIA-606-A. Do not provide handwritten letters.  Install cable tags 
so that they are clearly visible without disturbing any cabling or wiring 
in the manholes, handholes, and vaults.

3.2.3   Termination Hardware

Label patch panels, distribution panels, connector blocks and protection 
modules using color coded labels with identifiers in accordance with 
TIA/EIA-606-A.

3.3   FIELD APPLIED PAINTING

Provide ferrous metallic enclosure finishes in accordance with the 
following procedures.  Ensure that surfaces are dry and clean when the 
coating is applied.  Coat joints and crevices.  Prior to assembly, paint 
surfaces which will be concealed or inaccessible after assembly.  Apply 
primer and finish coat in accordance with the manufacturer's 
recommendations.

3.3.1   Cleaning

Clean surfaces in accordance with SSPC SP 6/NACE No.3.

3.3.2   Priming

Prime with a two component polyamide epoxy primer which has a bisphenol-A 
base, a minimum of 60 percent solids by volume, and an ability to build up 
a minimum dry film thickness on a vertical surface of 5.0 mils.  Apply in 
two coats to a total dry film thickness of 5 to 8 mils.

3.3.3   Finish Coat

Finish with a two component urethane consisting of saturated polyester 
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polyol resin mixed with aliphatic isocyanate which has a minimum of 50 
percent solids by volume.  Apply to a minimum dry film thickness of 2 to 3 
mils.  Color shall be the manufacturer's standard.

3.4   FIELD FABRICATED NAMEPLATE MOUNTING

Provide number, location, and letter designation of nameplates as 
indicated.  Fasten nameplates to the device with a minimum of two 
sheet-metal screws or two rivets.

3.5   FIELD QUALITY CONTROL

Provide the Contracting Officer 10 working days notice prior to each test.  
Provide labor, equipment, and incidentals required for testing.  Correct 
defective material and workmanship disclosed as the results of the tests.  
Furnish a signed copy of the test results to the Contracting Officer within 
3 working days after the tests for each segment of construction are 
completed.  Perform testing as construction progresses and do not wait 
until all construction is complete before starting field tests.

3.5.1   Pre-Installation Tests

Perform the following tests on cable at the job site before it is removed 
from the cable reel.  For cables with factory installed pulling eyes, these 
tests shall be performed at the factory and certified test results shall 
accompany the cable.

3.5.1.1   Cable Capacitance

Perform capacitance tests on at least 10 percent of the pairs within a 
cable to determine if cable capacitance is within the limits specified.

3.5.1.2   Loop Resistance

Perform DC-loop resistance on at least 10 percent of the pairs within a 
cable to determine if DC-loop resistance is within the manufacturer's 
calculated resistance.

3.5.1.3   Pre-Installation Test Results

Provide results of pre-installation tests to the Contracting Officer at 
least 5 working days before installation is to start.  Results shall 
indicate reel number of the cable, manufacturer, size of cable, pairs 
tested, and recorded readings.  When pre-installation tests indicate that 
cable does not meet specifications, remove cable from the job site.

3.5.2   Acceptance Tests

Perform acceptance testing in accordance with RUS Bull 1753F-201 and as 
further specified in this section.  Provide personnel, equipment, 
instrumentation, and supplies necessary to perform required testing.  
Notification of any planned testing shall be given to the Contracting 
Officer at least 14 days prior to any test unless specified otherwise.  
Testing shall not proceed until after the Contractor has received written 
Contracting Officer's approval of the test plans as specified.  Test plans 
shall define the tests required to ensure that the system meets technical, 
operational, and performance specifications.  The test plans shall define 
milestones for the tests, equipment, personnel, facilities, and supplies 
required.  The test plans shall identify the capabilities and functions to 
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be tested.  Provide test reports in booklet form showing all field tests 
performed, upon completion and testing of the installed system.  
Measurements shall be tabulated on a pair by pair or strand by strand basis.

3.5.2.1   Copper Conductor Cable

Perform the following acceptance tests in accordance with TIA-758-A:

a.  Wire map (pin to pin continuity)

b.  Continuity to remote end

c.  Crossed pairs

d.  Reversed pairs

e.  Split pairs

f.  Shorts between two or more conductors
 
3.5.2.2   Fiber Optic Cable

Test fiber optic cable in accordance with TIA/EIA-455-B and as further 
specified in this section.  Two optical tests shall be performed on all 
optical fibers: Optical Time Domain Reflectometry (OTDR) Test, and 
Attenuation Test.  In addition, a Bandwidth Test shall be performed on all 
multimode optical fibers.  These tests shall be performed on the completed 
end-to-end spans which include the near-end pre-connectorized single fiber 
cable assembly, outside plant as specified, and the far-end 
pre-connectorized single fiber cable assembly.

a.  OTDR Test:  The OTDR test shall be used to determine the adequacy 
of the cable installations by showing any irregularities, such as 
discontinuities, micro-bendings or improper splices for the cable 
span under test.  Hard copy fiber signature records shall be 
obtained from the OTDR for each fiber in each span and shall be 
included in the test results.  The OTDR test shall be measured in 
both directions.  A reference length of fiber, 66 feet minimum, 
used as the delay line shall be placed before the new end 
connector and after the far end patch panel connectors for 
inspection of connector signature.  Conduct OTDR test and provide 
calculation or interpretation of results in accordance with 
TIA-526-7 for single-mode fiber and TIA-526-14-A for multimode 
fiber.  Splice losses shall not exceed 0.3 db.

b.  Attenuation Test: End-to-end attenuation measurements shall be 
made on all fibers, in both directions, using a 1310 nanometer 
light source at one end and the optical power meter on the other 
end to verify that the cable system attenuation requirements are 
met in accordance with TIA-526-7 for single-mode fiber optic 
cables.  The measurement method shall be in accordance with 
TIA-455-78-B.  Attenuation losses shall not exceed 0.5 db/km at 
1310 nm and 1550 nm for single-mode fiber.  Attenuation losses 
shall not exceed 5.0 db/km at 850 nm and 1.5 db/km at 1300 nm for 
multimode fiber.

c.  Bandwidth Test: The end-to-end bandwidth of all multimode fiber 
span links shall be measured by the frequency domain method.  The 
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bandwidth shall be measured in both directions on all fibers.  The 
bandwidth measurements shall be in accordance with  
TIA TIA/EIA-455-204.

3.5.3   Soil Density Tests

b.  Determine soil-density relationships as specified for soil tests 
in Section 31 00 00.00 06, EARTHWORK.

        -- End of Section --
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