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SCALE: 1/4" = 1’-0"

1

G-102

1/4 inch = 1 ft.
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GRAPHIC SCALE
2’ 4’4’
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TRAINING BUILDING LIFE SAFETY PLAN

6"

F

GENERAL NOTES:

1. THIS FACILITY WILL BE PROVIDED WITH AN INTELLIGENT, 
ANALOG-ADDRESSABLE FIRE ALARM SYSTEM.  INITIATING 
DEVICES WILL INCLUDE MANUAL PULL STATIONS AND 
SPRINKLER WATER FLOW SWITCHES.  ALL SPRINKLER 
CONTROL VALVES WILL BE PROVIDED WITH VALVE TAMPER 
SWITCHES CONNECTED TO THE FIRE ALARM SYSTEM.  
NOTIFICATION APPLIANCES WILL CONSIST OF HORNS AND 
STROBES.

TRAVEL DISTANCE = 46 FT

TRAVEL DISTANCE = 35 FT

FEC
FIRE EXTINGUISHER CABINET (COORD. WITH ARCH.)
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