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GLAZING TYPE

ABBREVIATIONS

GENERAL NOTES:

FRAME TYPE DOOR TYPE

WINDOW TYPE

GLASSGLASS

OHCD

NV FGFP

FIXED ALUMINUM

FRAME WINDOW

F.F. F.F. F.F.
SLIDING ALUMINUM

FRAME WINDOW

OPERABLE 

ALUMINUM

FRAME WINDOW

F.F. F.F.
FIXED ALUMINUM

FRAME WINDOW

FIXED ALUMINUM

FRAME WINDOW

LOUVER, 

WHERE 

REQ’D - 

SEE MECH.

SCHED.

SEE

SCHED.

SEE

SCHED.

SEE

SCHED.

SEE

A B
A B C

D

A B C D E

A. TINTED, INSULATED IMPACT RESISTANT GLASS.

B. 1/4" CLEAR TEMPERED.

C. 9/16", LAMINATED IMPACT RESISTANT GLASS. 

ALUM - ALUMINUM

FG - FULL GLASS

FP - FLUSH PANEL

GL - GLAZING

HM - HOLLOW METAL

NV - NARROW VIEW

OHCD - OVERHEAD COILING DOOR

TEMP - TEMPERED

SF - STOREFRONT

STL - STEEL

WD - WOOD

4
"

2
"

REMARKS:
1. SMOKE PARTITION.

2. 1 HOUR RATED WALL.

1. SEE MECHANICAL FOR DOOR UNDER 

CUTS AND LOUVERS.

2. PROVIDE WINDOW BLINDS AT ALL 

WINDOWS EXCEPT WINDOWS AT BAY.


