ROOM FINISH SCHEDULE ~ 15TH STREET FIRE STATION

WALLS
ROOM NO. ROOM NAME FLOOR BASE
NORTH EAST SOUTH WEST CEILING REMARKS
100 LOBBY PCT—1/WM—1]| PTB—1 PT-2 PT-2 PT-2 PT-2 GWB—1 3
101 RECEPTION/WAITING PCT—1 PTB—1 —— PT—-2 PT-2 PT-2 ACT—1 4
102 ADA TOILET PCT-2 PTB-2 CT—1/2 CT—1/2 CT—1/2 CT—1/2 GWB—-1A 2, 9, 10
103 ADA TOILET PCT-2 PTB-2 CT—1/2 CT—1/2 CT—1/2 CT—1/2 GWB—1A 2, 9, 10
104 KITCHENETTE VCT=2 RB—1 ACT—1 /, 8
105 STORAGE VCT—1 RB—1 PT-—1 PT—1 PT-1 PT—1 ACT—1
106 UPS COMM & IT SDT—1 RB—1 PT-1 PT-1 PT-1 PT—1 ACT—1
107 DISPATCH VCT—2 RB—1 PT-3 ACT—1
108 CHIEF VCT=2 WD—1 PT-2 PT-2 PT-2 PT-2 ACT—1 5
109 CHIEF'S DORM VCT—=2 WD—1 PT-2 PT-2 PT-2 PT-2 GWB—-1
110 TOILET PCT-2 PTB—2 CT—1/2 CT—1/2 CT—1/2 CT—1/2 GWB—1A 2, 9, 10
111 DEPUTY CHIEF VCT=2 WD—1 PT-2 PT-2 PT-2 PT-2 ACT—1 5
112 CORRIDOR PCT—1/WM—1| PTB—1 PT-2 PT-2 PT-2 PT-2 ACT—1 1, 3
113 COMP_TRAINING VCT—2 RB—1 PT-2 PT—-2 PT—-2 PT—-2 ACT—1
114 DEPT TRAINING VCT-2 RB—1 PT-2 PT-2 PT-2 PT-2 ACT—1
115 TRAINING OFFICER VCT—2 WD—1 PT-2 PT-2 PT-2 PT-2 ACT—1
116 ELECTRICAL ROOM SC—1 —— PT—1 PT—1 PT-1 PT—1 ES—1 12
117 MECHANICAL ROOM SC—1 —— PT-1 PT—1 PT-1 PT—1 ES—1 12
118 COMM ROOM SDT—1 RB—1 PT—1 PT—1 PT-1 PT-1 ES—1
119 CORRIDOR PCT—1 PTB—1 PT-2 PT—-2 PT-2 PT—-2 ACT—1 1
120 CONFERENCE VCT—=2 WD—1 PT-2 PT-2 PT-2 PT-2 ACT—1 S
121 FIRE INSPECTORS VCT—=2 RB—1 PT-2 PT—-2 PT—-2 PT—-2 ACT—1
122 ASST. CHIEF/FIRE PREV. VCT—=2 WD—1 PT-2 PT—-2 PT-2 PT—-2 GWB—1
123 ASST. CHIEF OF FIRE DORM
124 VENDING VCT—1 RB—1 PT-2 PT-2 PT-2 PT-2 ACT—1 1
125 CORRIDOR VCT—1/WM—1] RB—1 PT-2 PT—-2 PT-2 PT—-2 ACT—1 1, 3
126 STATION CAPTAIN VCT—-2 WD—1 PT-2 PT-2 PT-2 PT-2 ACT—1
127 ASSISTANT CHIEF VCT—=2 WD—1 PT-2 PT-2 PT-2 PT—-2 ACT—1
128 DORM ROOM VCT—=2 WD—1 PT-2 PT-2 PT-2 PT-2 GWB—1
129 TOILET PCT-2 PTB—-2 CT—1/2 CT—1/2 CT—-1/2 CT—1/2 GWB—1A 2, 9, 10
130 EQUIP. STORAGE/LOGISTICS VCT—1/WM—1] RB-1 PT-2 PT-2 PT-2 PT—-2 ACT—2
131 EQUIPMENT WASH /MAINT. PCT-2 PTB-2 PT—1A PT—1A PT—1A PT—1A ACT—1 2
132 PROT. CLOTHING LAUNDRY PCT-2 PTB—-2 PT-1A PT-1A PT—1A PT—1A ACT—1 2
133 SCBA MAINT. VCT—1 RB—1 PT—1 PT—1 PT-1 PT-1 GWB—1
134 SCBA COMPRESS. VCT—1 RB—1 PT-—1 PT—1 PT-1 PT—1 ACT—1
135 WOMEN’S PCT-2 PTB—-2 CT—1/2 CT—1/2 CT—1/2 CT—1/2 GWB—1A 2, 9, 10
136 CORRIDOR VCT—1 RB—1 PT-2 PT-2 PT-2 PT—-2 ACT—1 1
137 FITNESS RF-1 RB—1 PT-3
138 MEN’S PCT-2 PTB—-2 CT—1/2 CT—1/2 CT—1/2 CT—1/2 GWB—1A 2, 9, 10
139 CORRIDOR VCT—1/WM—1 | RB—1 PT-2 PT-2 PT-2 PT—-2 ACT—1 1, 3
140 JANITOR/LAUNDRY PCT-2 PTB-2 PT—1A PT—1A PT—1A PT—1A ACT—1 2
141 DORM VCT—=2 WD—1 PT-2 PT-2 PT-2 PT-2
142 DORM VCT=2 WD—1 PT-2 PT—-2 PT-2 PT-2
143 DORM VCT=2 WD—1 PT-2 PT-2 PT-2 PT-2
144 DORM VCT—=2 WD—1 PT-2 PT-2 PT-2 PT-2
145 DORM VCT—=2 WD—1 PT-2 PT—-2 PT-2 PT-2
146 DORM VCT-2 WD—1 PT-2 PT-2 PT-2 PT-2
147 DORM VCT—=2 WD—1 PT-2 PT-2 PT-2 PT-2
148 DORM VCT—=2 WD—1 PT-2 PT—-2 PT—-2 PT-2
149 DORM VCT—-2 WD—1 PT-2 PT-2 PT-2 PT-2
150 DORM VCT—=2 WD—1 PT-2 PT-2 PT-2 PT-2
151 DAY ROOM PCT—1/WM—1| PTB—1 — 3, 4
152 KITCHEN PCT—-1 PTB—1 — 4, 7, 8
153 REC ROOM VCT—=2 RB—1 ACT—1
154 APPARATUS SC—1 —— PT—4 ES—1 12
EXTERIOR MATERIALS INTERIOR MATERIAL ABBREVIATIONS
CMU-1 INTEGRALLY-COLORED SMOOTHFACE CONCRETE MASONRY UNIT WALLS PCT PORCELAIN CERAMIC TILE CORNER PROTECTION
FEATHERLITE, COLOR: TEXAS CREAM - SEE ELEVATIONS FOR EXTENTS PTB PORCELAIN TILE BASE ACOUSTICAL CEILING TILE
CMU-2 INTEGRALLY-COLORED SPLITFACE CONCRETE MASONRY UNIT WALLS VCT VINYL COMPOSITION TILE GYPSUM WALLBOARD
FEATHERLITE, COLOR: ROSE - SEE ELEVATIONS FOR EXTENTS SC SEALED CONCRETE EXPO.
SSMR-1  STANDING-SEAM METAL ROOF (FASCIA AND COPINGS TO MATCH) SDT STATIC-DISSIPATIVE TILE
BERRIDGE, COLOR: PATINA GREEN RF RUBBER FLOORING
STEEL DOORS / DOOR FRAMES / OVERHEAD DOORS: MATCH ADJACENT WALL COLOR WD WOOD
DOWNSPOUTS / GUTTERS / LOUVERS / FLASHINGS: MATCH ADJACENT WALL COLOR RB RESILIENT BASE
ALUMINUM DOORS / DOOR FRAMES / WINDOWS: WHITE PT PAINT

SOFFITS / CEILINGS / OVERHANGS: WHITE

GLAZING: PPG INDUSTRIES, COLOR: SOLARGRAY
EXTERIOR SIGNAGE: BACKGROUND COLOR: DK. BROWN, LETTERING COLOR: WHITE
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CEILINGS

ACOUSTICAL CEILING TILE AND GRID
ARMSTRONG, PATTERN: ENDURA - #639

24" X 24" BEVELED TEGULAR EDGE, COLOR: WHITE
9/16" GRID, COLOR: WHITE

ACOUSTICAL CEILING TILE (WASHABLE) AND GRID
ARMSTRONG, PATTERN: CERAMAGUARD - #607
24"X24" SQUARE LAY-IN, COLOR: WHITE

15/16" GRID, COLOR: WHITE

PAINT ON MOISTURE-RESISTANT GYPSUM BOARD
SHERWIN WILLIAMS (LOW VOC INTERIOR EPOXY)
SW7007 - CEILING BRIGHT WHITE , SEMI-GLOSS

PAINT ON GYPSUM BOARD
SHERWIN WILLIAMS (LOW VOC INTERIOR LATEX)
SW7007 -CEILING BRIGHT WHITE , EG-SHEL FINISH

EXPOSED STRUCTURE, PAINTED
SHERWIN WILLIAMS (LOW VOC INTERIOR LATEX)
SW7007 - CEILING BRIGHT WHITE, EG-SHEL FINISH

DOORS, WINDOWS,

MISCELLANEQOUS

9'-0"

FINISH SCHED.
REMARKS

1. PROVIDE CORNER PROTECTION
(CP-1) AT ALL OUTSIDE
CORNERS.

2. PROVIDE MOISTURE-RESISTANT
GYPSUM WALLBOARD
THROUGHOUT SPACE, U.N.O.

3. PROVIDE WALKOFF MATS (WM-1)
AT ENTRY - SEE FLOOR FINISH
PLAN FOR EXTENTS.

4. SEE FLOOR FINISH PLAN FOR
ALL FLOOR TILE PATTERNS
AND EXTENTS.

5. PROVIDE WOOD CHAIR RAIL
(WD-1) AT 32" AFF
THROUGHOUT SPACE.

6. PROVIDE TOILET PARTITIONS /
URINAL SCREENS (TP-1).

7. COUNTERTOPS INCLUDING
BACKSPASH TO BE SOLID
SURFACE (SS-1).

8. UPPER AND/OR BASE CABINETS
TO BE PLASTIC LAMINATE
(PL-1).

9. WALLS TO RECEIVE GLAZED
CERAMIC WALL TILE (CT-1
AND CT-2). SEE ELEVATION
THIS SHEET FOR WALL TILE
PATTERN.

10. CERAMIC WALL AND BASE TILE
TO BE INSTALLED ON 1/2"
CEMENTITIOUS BACKER
BOARD.

11. PREFABRICATED SHOWER PAN
WITH INTEGRAL BASE.

12. ALL EXPOSED STRUCTURE
CEILINGS TO BE PAINTED
(ES-1).
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TYPICAL WALL PATTERN-ALL TOILET RM. WALLS

GENERAL NOTES

NTS

oD

RECEPTACLE BODIES TO BE WHITE.

EXPOSED CEILING DUCTWORK AND OTHER MECHANICAL ITEMS TO MATCH CEILING (WHITE).
ALL EXTERIOR WINDOWS TO RECEIVE HORIZONTAL METAL BLINDS - SEE SPECIFICATIONS.
ALL INTERIOR WALLS EXCEPT APPARATUS BAY TO BE GYPSUM WALLBOARD U.N.O.

ALL FIRE EXTINGUISHER CABINETS AND ELECTRICAL PANELS TO MATCH ADJACENT WALL.
ALL ELECTRICAL DEVICE COVER PLATES, WALL SWITCH HANDLES, AND STANDARD



