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M-605 SCALE: NTS

HP-1 AND DAH-1,2 CONTROLS

- CONTACTOR

- CARBON MONOXIDE SENSOR

- MOTOR STARTER

- WALL MOUNTED SWITCH

- TEMPERATURE SENSOR

CONTROLS LEGEND
GENERAL NOTESPOINT NAME

ZONE TEMP

FAN STATUS

COMPRESSOR STATUS

FAN START/STOP

COMPRESSOR STAGE 1

SCHEDULE

HEATING SETPOINT

COOLING SETPOINT

HIGH ZONE TEMP

LOW ZONE TEMP

COMPRESSOR RUNTIME 

EXCEEDED

FAN FAILURE

FAN IN HAND

FAN RUNTIME EXCEEDED

COMPRESSOR STATUS

TOTALS

AI AO BI BO ALARM

1 0 2 2 6

BI - COMPRESSOR STATUS

BO - COMPRESSOR STAGE 1

BI - FAN STATUS

BO - FAN START/STOP

AI - ZONE TEMP

COMPRESSOR

1. SEE M-001 FOR GENERAL NOTES, LEGEND, AND SYMBOL LEGEND.

2. ALL MECHANICAL CONSTRUCTION SHALL COMPLY WITH THE UNIFIED 




