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W5x19, GALVANIZED, TYP.

O SHEET KEYNOTES

12" x 12" x 1" GALVANIZED STEEL
PLATE, ROTATED 45°, TYP. WF3.0 (TYP)
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HWSB ROOF PLAN

RIDGE LINE

AT 1/4" = 1'-0"
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PLAN NOTES

SLAB-ON-GRADE CONST

JOINT SPACING SHALL NOT EXCEED MAXIMUM J OINT SPACING
PER ACI 301-05. CONTRACTOR SHALL SUBMIT SLAB-ON-GRADE
JOINT SHOP DRAWING TO ENGINEER FOR REVIEW. WATERSTOPS
SHALL BE PLACED AT ALL JOINTS, SEE A8/S-301.
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S S = 3 L PLACE ON 10 MIL VAPOR RETARDER OVER 4" OF POROUS Z|E|=
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SEE S-001 AND S-002 FOR GENERAL NOTES, LEGEND, 3 P A 4
N AND ABBREVIATIONS. Sr2 8z sl6
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C POL FOUNDATION PLAN ALL FOOTINGS SHALL BE CENTERED UNDER WALL. AL
Ao |Ono | <o
1/4" = 1'-0" e — SEE SHEETS S-501, S-502, AND S-503 FOR
TYPICAL DETAILS.
SEE S-601 AND S-602 FOR SCHEDULES. g
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- DESIGNED BY THE CONTRACTOR w2 g
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- el - SYSTEM SHALL INCLUDE: METAL FINAL ARCHITECTURAL DRAWINGS. Z0 g_{
. ! ROOF DECK AND ASSOCIATED zo 8
; . FASTENERS, METAL TRUSSES CONCRETE SLAB-ON-GRADE JOINTS INDICATED ARE e}
. | AND ASSOGIATED DIAGRAMMATIC AND DO NOT REPRESENT ALL OF THE JOINTS <0
| . CONNECTIONS, ANCHORS, AND REQUIRED FOR SLAB-ON-GRADE CONSTRUCTION. CONTRACTOR 2
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